6/24/2005 FCC2 Loadshed
Power Source Circuit(s) System Identifier Nodes Receptacle
UPS-PP2-02 01 CDF Runll Recon Farm fncdf075-082 IG520R
UPS-PP2-02 03 CDF Runll Recon Farm fncdf083-090 IG520R
UPS-PP2-02 08 CDF Runll Recon Farm fncdf163-170 IG520R
UPS-PP2-02 13 CDF Runll Recon Farm fncdf155-162 IG520R
UPS-PP2-02 20 CDF Runll Recon Farm fncdf203-210 IGL520R
UPS-PP2-02 24 CDF Runll Recon Farm fncdf227-234 IGL520R
UPS-PP2-02 26 CDF Runll Recon Farm fncdf243-250 IGL520R
UPS-PP2-02 28 CDF Runll Recon Farm fncdf235-242 IGL520R
UPS-PP2-02 29 CDF Runll Recon Farm fncdf219-226 IGL520R
UPS-PP2-02 30 CDF Runll Recon Farm fncdf259-266 IGL520R
UPS-PP2-02 34 CDF Runll Recon Farm fncdf251-258 IGL520R
UPS-PP2-02 35 CDF Runll Recon Farm fncdf211-218 IGL520R
UPS-PP2-02 12 12 12 12
UPS-PP2-14 02 DO FCC2 CAB Farm F5 D0CS329-336 IGL520R
UPS-PP2-14 04 DO FCC2 CAB Farm F5 D0CS321-328 IGL520R
UPS-PP2-14 06 DO FCC2 CAB Farm F5 D0CS313-320 IGL520R
UPS-PP2-14 08 DO FCC2 CAB Farm F7 D0CS369-377 IGL520R
UPS-PP2-14 10 DO FCC2 CAB Farm F7 D0CS378-384 IGL520R
UPS-PP2-14 12 DO FCC2 CAB Farm F7 D0CS385-392 IGL520R
UPS-PP2-14 14 DO FCC2 CAB Farm F7 D0CS393-400 IGL520R
UPS-PP2-14 23 DO FCC2 CAB Farm F3 D0CS265-272 IGL520R
UPS-PP2-14 24 DO FCC2 CAB Farm F6 D0CS337-344 IGL520R
UPS-PP2-14 25 DO FCC2 CAB Farm F3 D0CS257-264 IGL520R
UPS-PP2-14 27 DO FCC2 CAB Farm F3 D0CS249-256 IGL520R
UPS-PP2-14 29 DO FCC2 CAB Farm F3 D0CS241-248 IGL520R
UPS-PP2-14 30 DO FCC2 CAB Farm F5 D0CS305-312 IGL520R
UPS-PP2-14 31 DO FCC2 CAB Farm F4 D0CS297-304 IGL520R
UPS-PP2-14 32 DO FCC2 CAB Farm F6 D0CS345-352 IGL520R
UPS-PP2-14 33 DO FCC2 CAB Farm F4 D0CS289-296 IGL520R
UPS-PP2-14 34 DO FCC2 CAB Farm F6 D0CS353-360 IGL520R
UPS-PP2-14 35 DO FCC2 CAB Farm F4 D0CS281-288 IGL520R
UPS-PP2-14 36 DO FCC2 CAB Farm F6 D0CS361-368 IGL520R
UPS-PP2-14 37 DO FCC2 CAB Farm F4 D0CS273-280 IGL520R
UPS-PP2-14 20 20 20 20
UPS-PP2-15 09 DO FCC2 CAB Farm F2 D0CS209-216 IGL520R
UPS-PP2-15 11 DO FCC2 CAB Farm F2 D0CS217-224 IGL520R




6/24/2005 FCC2 Loadshed
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UPS-PP2-15 13 DO FCC2 CAB Farm F2 D0CS225-232 IGL520R
UPS-PP2-15 17 DO FCC2 CAB Farm F2 D0CS233-240 IGL520R
UPS-PP2-15 4 4 4 4
UPS-PP2-16 01 CDF CAF Stage Il F5 fcdfcaf508-515 IGL520R
UPS-PP2-16 07 CDF CAF Stage Il fcdfcaf516-523 IGL520R
UPS-PP2-16 09 CDF CAF Stage Il fcdfcaf524-531 IGL520R
UPS-PP2-16 11 CDF CAF Stage Il fcdfcaf532-539 IGL520R
UPS-PP2-16 13 CDF CAF Stage Il fcdfcaf540-547 IGL520R
UPS-PP2-16 5 5 5 5
UPS-PP2-17 02 CDF CAF Stage Il F5 fcdfcaf500-507 IGL520R
UPS-PP2-17 08 CDF CAF Stage Il F5 fcdfcaf484-491 IGL520R
UPS-PP2-17 10 CDF CAF Stage Il F5 fcdfcaf492-499 IGL520R
UPS-PP2-17 3 3 3 3




